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Flow

14) Adjust Air-Draw Tube Up/Down
Until 20-30 psi is shown

14) Set Fill Solenoid
Valve Down Until
Pressure Gauge Reads
One PSI less then
Air-Draw Setting

While the Open-Air is filling and the Existing Well Pump is Running.

16) Attach Mechanical Safety Float and
set 2” Above Electrical Float Max Position

Manual Shutoff Level

Electric Shutoff Level
2”

Flow

SENTRY I

9) Place Chlorinator on Stand

4) Instal Fill Solenoid Valve

6) Attach 1” Tee
and Pressure Tank

7) Connect Pump Union

Well

3) Install 3 Valve By Pass Faucet
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10) Connect the 1 1/2”
Overflow to an
Adequate Drain

Vent Unwanted Gasses Outside
(i.e. Methane, Radon....)

Bladder Tank

Bladder Tank

Methane Units use
lager bladder tanks


